


OHA - Drinking Water Program - Surface Water Quality Data Form WIP-: A
Z):::::‘ Netarts Water District ID#: 41 00556 Month/Year: }pﬂl@ﬂ jG?i';Tlc;;zt:; 0.5
Ao CTy
Date Time Rej::t"("co; ; # Comc?,(r:)f mef actual CT Temp \ PH \\] Required CT | 7 mete 3 DZ“'::';:CIO?IVC’)YW
[opmormgiL] | [minutes] | CXT rel | ] fomua | Yes/No| [oPm

1 8:30 1.11 140 155.4 10.6 7Eg/ 23.9 Yes 176
2 8:30 1.29 140 180.6 10.6 7.65 241 Yes 148
3 8:30 1.35 140 189.0 10.5 7.63 242 Yes 162
4 8:30 1.2 140 168.0 10.9 7.67 23.5 Yes 122
5 8:30 1.21 140 169.4 10.5 7.66 241 Yes 130
é 8:30 1.02 140 142.8 10.5 7.589 23.0 Yes 130
7 8:30 1.29 140 180.6 10.5 7.74 25.0 Yes 143
8 8:30 1.18 140 165.2 11.0 7.67 23.3 Yes 133
9 8:30 1:41 140 155.4 10.7 7.54 225 Yes 162
10 8:30 1.2 140 168.0 10.8 7.56 22.8 Yes 163
1 8:30 1.22 140 170.8 10.5 7.72 246 Yes 119
12 8:30 1.18 140 165.2 11.0 7.79 24.3 Yes 111
13 8:30 1.16 140 162.4 10.2 7.81 258 Yes 111
14 8:30 1.19 140 166.6 10.0 7.71 25.3 Yes 106
15 8:30 1.06 140 148.4 10.0 7.74 252 Yes 128
16 8:30 1.13 140 168.2 9.4 7.76 26.6 Yes 157
17 8:30 0.85 140 119.0 9.8 7.47 22.7 Yes 168
18 8:30 1.3 140 182.0 10.0 7.53 24.0 Yes 118
19 8:30 1.21 140 169.4 10.0 773 255 Yes 153
20 8:30 1.16 140 162.4 10.0 7.68 249 Yes 118
21 8:30 1.06 140 147.0 10.0 7.60 23.9 Yes 126
22 8:30 1.32 140 184.8 10.1 7.59 244 Yes 127
23 8:30 1.22 140 170.8 10.2 7.58 23.9 Yes 164
24 8:30 1.14 140 159.6 10.3 7.53 231 Yes 186
25 8:30 1.10 140 154.0 10.0 7.41 22.5 Yes 124
26 8:30 1.17 140 163.8 10.6 7.61 234 Yes 112
27 8:30 1.24 140 173.6 10.6 7.45 22.3 Yes 118
28 8:30 1.06 140 148.4 10.6 7.57 22.8 Yes 120
29 8:30 1.28 140 179.2 10.6 7.47 22.6 Yes 127
30 8:30 1.28 140 179.2 10.7 7.45 223 Yes 162
31 8:30 140 0.0 4.2

3 1f Cl; at entry point < 0.2 mg/I or CT not met, DWP to be notified by end of next business day.

PAGE 2 of 2

Revised February 2012




